Abstract: Electricity demand in Pakistan has consistently increased in the past two decades. However, this demand is so far partially met due to insufficient supply, inefficient power plants, high transmission and distribution system losses, lack of effective planning efforts and due coordination. The existing electricity generation also largely depends on the imported fossil fuels, which is a huge burden on the national economy alongside causing colossal loss to the environment. It is also evident from existing government plans that electricity generation from low-cost coal fuels in the near future will further increase the emissions. As such, in this study, following the government's electricity demand forecast, four supply side scenarios for the study period (2013-2035) have been developed using Long-range Energy Alternatives Planning System (LEAP) software tool. These scenarios are Reference scenario (REF) based on the government's power expansion plans, and three alternative scenarios, which include, More Renewable (MRR), More Hydro (MRH), and More Hydro Nuclear (MRHN). Furthermore, the associated gaseous emissions (CO 2 , SO 2 , NO X , CH 4 , N 2 O) are projected under each of these scenarios. The results of this study reveal that the alternative scenarios are more environmentally friendly than the REF scenario where penetration of planned coal-based power generation plants would be the major sources of emissions. It is, therefore, recommended that the government, apart from implementing the existing plans, should consider harnessing the renewable energy sources as indispensable energy sources in the future energy mix for electricity generation to reduce the fossil-fuel import bill and to contain the emissions.
Introduction
Electricity is considered one of the most important vectors for economic growth and development of any country. Industrial processes, transportation, education systems, construction activities, household appliances, as well as large businesses and small commercial services heavily rely on the electricity supply. The global electricity consumption is growing rapidly with population growth, and with the change of lifestyle across the world. The generation of electricity is a serious challenge, especially for developing countries. Globally, fossil fuels such as coal, oil, and natural gas are the major primary energy sources [1] . About 68% of electricity in the world is generated from these fossil fuels.
emissions of the electric power sector are estimated by Usama Perwaiz over the period of (2012-2030) with different scenarios [13] , and a review study of GHG emissions for Pakistan from various sectors [1] .
In this study, following electricity demand projection, environmental emissions have been estimated for the period 2013-2035, in accordance with the government's plans and policies to meet the project demand using the LEAP modeling tool. The study also considers the other environmentally friendly electricity generation options. To evaluate the diversification of the future electricity generation system, a Reference scenario (REF) and three alternative scenarios, More Renewable (MRR), More Hydro (MRH), and More Hydro Nuclear (MRHN) were developed. As such, this study not only provides insight into existing government plans for power generation alongside estimating the associated emission, but at the same time also propose three alternative scenarios based on the country's energy resources. These alternative scenarios for electricity generation propose utilizing indigenous resources, and as such, would lower the emissions compared to the REF scenario.
The next section of the paper provides an overview of the electricity supply and demand situation in Pakistan. A detailed analysis of future electricity generation plans is discussed in Section 3. Section 4 describes the development of Pakistan's LEAP energy model development for the expansion of the electricity generation sector, and emission assessment based on scenario analysis. In Section 5, the simulation results of the developed energy model are analyzed and discussed. The final section of the paper provides conclusions and recommendations for energy policy makers based on this study.
Electricity Supply and Demand Situation in Pakistan
Over the years, the growth in electricity demand in Pakistan has been witnessed owing to increase in the population, rapid urbanization, improved living standards, and some level of industrial growth. The major sectors consuming electricity are domestic, commercial, agricultural, and industrial. The gap between generation and demand is widening, and reached about 7 GW in 2013 as shown in Figure 1 . Because of this demand-supply gap, economic development in the country has been widely compromised. The electricity crises of Pakistan are thus reflective of failed energy planning and policy regime of the country [2] .
Pakistan heavily relies on fossil fuels like imported oil, natural gas, and a small share from coal, for electricity generation. The huge potential of hydro, other renewables, and indigenous coal is available in the country, but these resources have not been significantly exploited due to several constraints including technical, economic, and political. The installed electricity generation capacity in the country has increased only (14.86%) from 19,420 MW in 2008 to 22, 812 MW in 2013 as shown in Figure 2 [5] .
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Pakistan heavily relies on fossil fuels like imported oil, natural gas, and a small share from coal, for electricity generation. The huge potential of hydro, other renewables, and indigenous coal is available in the country, but these resources have not been significantly exploited due to several constraints including technical, economic, and political. The installed electricity generation capacity in the country has increased only (14.86%) from 19,420 MW in 2008 to 22,812MW in 2013 as shown in Figure 2 [5] . Electricity generation in the country is mainly dominated by thermal power, and during 2012-2013, ~36% of electricity was produced using expensive imported oil. The costly electricity generation using imported oil is the major cause of the present electricity crisis, as the dwindling economy of the country cannot provide adequate fuel to these power plants [14] . The total electricity generation in the country during 2012-2013 was 96,122 GWh, the shares of thermal (oil, gas, coal), hydro, and nuclear generation were 61,711 GWh (64.2%), 29,857 GWh (31%) and 4553 GWh (5%), respectively [5] . Shares of different fuels in the total electricity generation during 2012-2013 are shown in Figure  3 [5] . Due to this over dependence of electricity generation on fossil fuels, CO2 emissions have also increased to ~792.32 Mt with a growth rate of 12.62% [6] . The major concern pertaining electricity generation is that around half of the total installed generation capacity is underutilized due to the inappropriate fuel mix, inefficient power plants, and lack of proper maintenance of power plants [7] . In order to meet the augmenting demand of electricity, besides planning and developing the conventional sources of energy, Pakistan should also focus on exploiting the potential of hydro and other renewable energy resources, mainly biomass, biogas, wind, and solar, to develop a substantial share of sustainable energy sources in the electricity generation fuel mix [8] .
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Pakistan has abundant sources of indigenous energy, it is estimated that 185 Gt of coal reserves are available, of which around 7 Gt are technically feasible and could be utilized for power generation using clean technologies [10] . The estimated hydro power capacity of Pakistan is 100 GW, of which~55 GW are technically feasible for power generation. The technical potential of Solar, Wind, and Biomass is 240, 62 and 8.6 MTOE/Year, respectively, which could be effectively used for power generation [11] . The energy potential of renewable only is 4.4 times the current energy demand of Pakistan, however, because of poor governance and unavailability of effective policies, only 33% of renewable energy resources have been utilized so far.
Future Electricity Generation Plans
In order to overcome the electricity crises in the country, the GOP has announced the development of various power projects based on coal, hydro, and other renewable energy sources under the Power Policy 2013. As a result of these efforts, it is expected that~16-20 GW of the power generation capacity will be added to the national grid during the next 5-10 years, which will reduce the load shading duration [15] . In this context, a brief assessment of the future power projects under referred policy is undertaken as under:
Hydroelectric Power Plants
Hydroelectric-based power generation has a huge potential in the country and such plants can produce low-cost electricity. The government under Power Policy 2013 has proposed and initiated medium and long-term projects for hydroelectric capacity expansion. In this context, a total capacity of 384 MW power projects has been completed and connected to the grid in 2016. The Gulpur and Patrind hydel projects of smaller capacity, are also expected to be completed in the near future, which will add 247 MW to the national grid. Furthermore, around 969 MWs of electricity is expected from the Neelum-Jhelum project in the near future too. A number of hydroelectric projects are anticipated to come online during this plan period, which include the fourth and fifth Tarbela expansions. These expansions add the generating capacity to the tune of 1910 MW. The detailed engineering design for projects at Patan 2800 MW, Dasu of 2160 MW, and Thakot 2800 MW are also anticipated to be undertaken under the current Power Policy. Some other long-term projects are as Bunji 7100 MW, Kohala 1100 MW, and Diamer-Bahasha 4500 MW. Completion of these projects may save the country from the vulnerable conditions of electricity crises [15, 16] . Brief detail of these projects is given in Table 1 below. 
Coal Power Plants
Realizing the low cost-based power generation from electricity, the government decided to install coal-based power plants at different locations of the country. In this context, various power plants based on imported coal having a total capacity of 5,580 MW are under construction with the financial support of China-Pakistan Economic Corridor (CPEC). One of these project of 1320 MW at Sahiwal, Punjab province was completed recently, and also commenced the commercial operation in July 2017 [18] . Furthermore, additional coal based power plants are also proposed under the Power Policy for installation at various locations inPunjab based on imported coal. Sindh Engro Coal Mining Company (SECMC) in a joint venture with Sindh Government and Engro power is also developing coal mines in Block-I and II in district Tharparkar. SECMC is expected to complete construction of a 660 MW power plant in the first phase, while in the second phase another 660 MW power plant would be commissioned by the end of 2019. In Block III of Thar coal mines, 5000 MW power plants are expected to be installed by various companies, whereas 7500 MW of power plants by Sino Sindh Resources (Pvt.) Limited (SSRL) China will be established in Block-I of Thar Coal Mines in different phases. Three power plants, based on coal, each of 1320 MW are proposed for installation at Jamshoro, Lakhra, and Port Qasim by PEPCO and K-Electric [19] [20] [21] [22] . Table 2 summarizes the proposed coal-based power plants under current power policy of the government. 
Oil and Natural Gas Power Plants
The steep increase in furnace oil prices in the international market has rendered the electricity generation mix highly unsustainable and costly in Pakistan. Therefore, the government has decided in principle not to install oil fuel-based power plants in future, as such, in this study, the existing oil fuel power plants are gradually decreased whereas no new power plant is considered for during the study period.
Natural Gas contributes~45% of the total primary energy supply mix in the country. Pakistan has a widespread gas network of pipelines to cater the requirement of more than 8.4 million consumers across the country by providing about 4 Billion Cubic Feet of natural gas per day [23] . The GOP is also implementing a multi-pronged approach which include import of piped natural gas from neighboring countries like Iran and Turkmenistan, or LNG from Qatar towards meeting its energy needs, especially for power generation [24] . In this context, two power plants based on natural gas Uch-II and Guddu with an installed capacity of 404 MW and 747 MW, respectively, were completed and added to the national grid in 2014. Four power plants having a total capacity of 4,883 MW on Re-gasified Liquefied Natural Gas (RLNG) are under development in different locations of the Punjab province. Table 3 below summarizes the natural gas-based power plants which have started commercial operation or expected to start commercial operation in the future [25] . Table 3 . Proposed natural gas power plants [17] .
Name of Power Plant
Capacity ( 
Nuclear Power Plants
Pakistan Atomic Energy Commission (PAEC) is currently operating three nuclear power plants: Karachi Nuclear Power Plant (KANUPP), Chashma Nuclear Power Plant Unit-1 (C-1), and Unit-2 (C-2). The construction of two more power plants at Chashma, C-3 and C-4, of 340 MW each are in progress and expected to be commissioned in different phases in the near future. The ground-breaking ceremony of two Karachi-based Coastal Nuclear Power Plants (K-2) and (K-3) of 1100 MW each was also held in November 2013, and they are expected to be completed in 2020. Another 2200 MW nuclear power plant is also proposed at the coastal belt of Balochistan near Hub [26] . A summary of the proposed nuclear power plants under the Power Policy 2013 is given in Table 4 . Table 4 . Proposed nuclear power plants [17] .
Name of Power Plant Capacity (MW)
Chashma Nuclear Power Plant Units-3 (C-3) and Unit-4 (C-4)
680
Karachi Nuclear Power Plants (K-2) and (K-3) 2200
Chashma Nuclear Power Plant Unit-5 1000
Coastal Nuclear Power Hub Balochistan 2200
Renewable Energy Power Plants
Pakistan has immense potential for renewable energy (RE) resources. These resources, if harnessed, can play a significant role towards the nation's energy security. In this context, GOP has tasked the Alternative Energy Development Board (AEDB) to ensure that 15% of total power generation should be from renewable energy (other than hydro) by 2030 [27] [28] [29] . Solar, wind, and biomass are the leading renewable energy sources of the country. The potential of each of these renewable energy resources is discussed as under: The solar radiation map of Pakistan is given in Figure 4 . Realizing this potential, the government has taken steps to harness power from solar energy. A 1000 MW of solar PV-based power plant development, as such, has been undertaken at "Quaid-e-Azam Solar Power Park" in district Bahawalpur, Punjab province. Another 500 MW solar based power plant is also on the cards to be set up by a Chinese Company at "Quaid-e-Azam Solar Power Park" which is expected to be completed in near future [29, 30] .
up by a Chinese Company at "Quaid-e-Azam Solar Power Park" which is expected to be completed in near future [29, 30] . 
Wind Power Plants
The coastal belt of Pakistan is blessed with a 60 km wide (Gharo-Keti Bandar) and 180 km long (up to Hyderabad) wind corridor. In addition to this wind corridor, there are other wind sites available in the coastal area of Balochistan and some northern areas of the country. The wind map of Pakistan is shown in Figure 5 , which illustrates enormous wind energy potential in the country [32, 33] . 
The coastal belt of Pakistan is blessed with a 60 km wide (Gharo-Keti Bandar) and 180 km long (up to Hyderabad) wind corridor. In addition to this wind corridor, there are other wind sites available in the coastal area of Balochistan and some northern areas of the country. The wind map of Pakistan is shown in Figure 5 , which illustrates enormous wind energy potential in the country [32, 33] . Processes 2019, 7, x FOR PEER REVIEW 9 of 26 However, despite this huge potential, wind power is not utilized optimally in Pakistan, only two power plants, "Fauji Fertilizer Energy Company Limited (FFCEL)" and "Zorlu Wind Energy" with the cumulative installed capacity of 106 MW could only be connected to the national grid in the early phase of implementing the Power Policy 2013. Other wind power plants (50 MW Foundation Wind energy I, 50 MW Foundation Wind energy II, 50 MW Sapphire Power, 50 MW Metro and 50 MW China Three Gorges) are at the final stages. In addition, Letters of Support (LOS) have been issued for projects up to 450 MW, and an additional 2276 MW of wind power projects are currently in the feasibility evaluation process. Thus a cumulative 2726 MW of wind electricity could come online in the near future in different phases [9, 15] . The brief of renewable energy projects already undertaken or to be undertaken as per government's plans are given in Table 5 . Pakistan is the fifth largest producer of sugarcane in the world, with an average production of about 50 million tons annually. This huge amount of sugarcane is crushed in 80 sugar mills across the country produce, which in turn produce 10 million tons of bagasse. This huge resource of bagasse can be turned into an immense source of energy by producing 3000 MW of electricity. Another 5000 MW of electricity can also be produced from the livestock. The National Power Policy 2013 stipulated to produce at a minimum 83 MW of electricity from bagasse. In this context, Letters of Intent (LOIs) have also been issued to different companies by the Alternative Energy Development Board (AEDB) to develop a bagasse-based power plant. As such, biomass to energy power plants at Jhang and Faisalabad, Punjab, at Mirpurkhas, Sindh and Mardan, Khyber Pakhtunkhwa provinces are at different stages of the development [11, 35, 36] .
Methodology
Power generation expansion planning is very crucial in the overall planning for a country or region. It provides insight into long-term alternative strategies to meet the future power requirements. It can also be adapted to search for minimum cost solutions which meet the present and future power demand [37, 38] . However, sustainability-related concerns now emphasize optimal solutions instead of least-cost solutions. Various computer-based energy modeling tools are available for power generation planning, including MARKAL/TIMES, EnergyPlan, and LEAP. Each of these tools has its advantages and limitations. In this study, an energy scenario modeling exercise was undertaken using the computer-based modeling tool LEAP. The accounting platform in LEAP matches the energy demand through supply-side energy generation technologies and updates the system impacts consisting of electricity generation by type, system electricity generation cost, depletion of resources, and emission estimates. Subsequent sections elaborate the modeling exercise undertaken in this study.
LEAP Energy Model Framework Development
The LEAP modeling efforts adopt the bottom-up approach to meet the electricity demand by considering capacity factors of different fuel-based power plants, energy intensity of the power plants, and emissions intensity of the fuels. The LEAP model was developed by the Stockholm Environment Institute, and is widely used around the globe. The essential concept of LEAP is user-driven scenario analysis [39] . The scenario manager in the model sets the Base/Reference/Business As Usual (BAU) scenarios. The input data set for LEAP consists of various modules such as key assumptions, demand, transformation, and resources. The key assumption module includes Gross Domestic Product (GDP), GDP growth, total population, population growth, number of consumers and their growth, alongside other relevant parameters. In the key transformation module of LEAP, energy transformed from energy sources as input to energy product is modeled using a range of electricity technologies, including those in operation during the base year, and others anticipated in the government's plans, as well as those considered in accordance with the emerging trends of the generation technologies in the future. Figure 6 shows the LEAP model framework developed under this study focusing on electricity generation for the modeling period 2013-2035. The reference scenario was initially developed based on the governments' plan and policy followed by three alternative policy scenarios, which were then evaluated by comparing their obtained values with those of the reference scenario. 
Electricity Demand Forecast
Electricity demand is an important component, which must be estimated for the power generation expansion planning. The National Transmission and Dispatch Company (NTDC), a subsidiary of Water and Development Authority (WAPDA) of the GOP, has forecasted the electricity demand in the country using a multiple regression analysis. These estimates suggest an increase at a growth rate of 5.4% from 2013 to 2035 [40] . The main variables considered during the electricity demand forecast by the NTDC include the contribution of various sectors in the overall GDP, the population of the country, electricity consumption by various sectors and a number of consumers. Utilizing NTDC determined electricity demand growth rate of 5.4%, LEAP model estimated that that electricity demand is likely to increase from 139 TWh in 2013 (base year) to 442 TWh in 2035 (end year). Electricity demand forecast by NTDC and that of LEAP model of this study are illustrated and compared in Figure 7 . It shows that demand forecast estimated by the LEAP model is generally in parallel to that of the estimated by NTDC. 
Basic Assumptions for LEAP Modeling
The basic assumptions considered while developing the LEAP modeling framework of this study are given in Table 6 . In addition, the overall Transmission and Distribution (T&D) losses are assumed to decrease from 17.37% in 2013 to 12.5% in 2020, and about 11.7% by 2035 as projected by the NTDC [40] . Taking into account the GOP's current plant, the currently working oil and natural gas-based power plants are assumed to continue with existing efficiency and availability while the power plants being converted from oil-to coal-based power generation are assumed to operate on new efficiency and availability.
The reserve margin is described as the fraction of additional power generation capacity, which is available to meet the peak load in case the sudden increase in demand can happen. Keeping in view the situation of the power system in Pakistan, the reserve margin in this study is assumed as 12% for the modeling period. The Load Duration Curve (LDC) provides the variation in power demand during a specified period and under this study, the LDC is considered on the hourly basis throughout the year. The GHGs emissions from all the fuels used in the power generation system are assessed by their associated emission factors available in the Technology and Environment Database (TED) of the LEAP energy model. For all the fuels, the Tier 1 default emission factors published by Intergovernmental Panel on Climate Change (IPCC) are selected. The dispatch rule for the power generation plants is followed as per merit order according to the GOP plan and policy. The capacity credit, is defined as the fraction of availability of the power plant to the standard availability of thermal power plant, and for this study is assumed by following the precedent literature [13, 41] . Capacity credit Capacity credit is assumed by previous studies.
Plant development
For presently operational oil and gas steam turbines existing technologies whereas for coal, combined cycle gas turbines, solar, wind and biomass new mature technologies are assumed. 
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The reserve margin is described as the fraction of additional power generation capacity, which is available to meet the peak load in case the sudden increase in demand can happen. Keeping in view the situation of the power system in Pakistan, the reserve margin in this study is assumed as 12% for the modeling period. The Load Duration Curve (LDC) provides the variation in power demand during a specified period and under this study, the LDC is considered on the hourly basis throughout the year. The GHGs emissions from all the fuels used in the power generation system are assessed by their associated emission factors available in the Technology and Environment Database (TED) of the LEAP energy model. For all the fuels, the Tier 1 default emission factors published by Intergovernmental Panel on Climate Change (IPCC) are selected. The dispatch rule for the power generation plants is followed as per merit order according to the GOP plan and policy. The capacity credit, is defined as the fraction of availability of the power plant to the standard availability of thermal power plant, and for this study is assumed by following the precedent literature [13, 41] . Calculated according to the published data in the "Pakistan energy yearbook 2013". Capacity credit Capacity credit is assumed by previous studies.
Plant development
For presently operational oil and gas steam turbines existing technologies whereas for coal, combined cycle gas turbines, solar, wind and biomass new mature technologies are assumed.
Furthermore, in this study, four supply side scenarios have been developed to meet the demand forecast for the study period (2013-2035). A summary description of the four scenarios of the study is given in Table 7 . Table 7 . Summary of scenario alternative of this study.
Scenario

Objective Main Resources
Reference (REF)
In this scenario, the government's current plan and policy is followed.
As per the government plan and policy.
More Renewable Energy (MRR)
Under this scenario, the share of renewable energy resources (other than hydro) is increased while share of coal is decreased.
Renewable energy resources, solar, wind, and biomass.
More Hydro Energy (MRH)
Under this scenario, share of hydroelectric is increased while the share of coal is decreased.
Renewable energy resources, hydro, solar, wind, and biomass. More hydro Nuclear Energy (MRHN)
Under this scenario, the share of hydro and nuclear is increased while reducing the share of coal.
Energy resources, hydro, nuclear, solar, wind, and biomass.
The detailed description of each of these scenarios is discussed in the following sections of this paper.
Reference or Base Scenario
Reference or Base scenario of this study was developed according to the future electricity generation plans of the GOP as discussed in Section 3, and is based on the existing National Power Policy. The new installed capacity in the reference scenario is projected to be based on different fuel sources like imported coal (20 GW), local coal (20 GW), hydro (36 GW), natural gas (8 GW), nuclear (8 GW), and renewables (wind, solar, biomass) other than hydro (15 GW). The base year electricity generation data are given in Table 8 , which were also used as input to the LEAP scenarios manager. 
Alternative Scenarios
Three alternative scenarios were further developed using the scenario manager to compare the results with the reference scenario over the modeling period 2013-2035. The total installed capacity under these scenarios increased in such a way that electricity generation remained the same in the alternative scenarios as in the reference scenario, but only the shares of fuels in each alternative scenario alongside installed capacity varied accordingly. The brief description of the alternative scenarios developed in this study is provided in the following sections.
More Renewable Energy (MRR) Scenario
According to the government's existing power policy, a major share of electricity, which would be generated from the imported and indigenous coal, this results in more GHG and other air pollutant emissions. Following this path poses serious threats to regional and global environments. In order to counter this situation, the MMR scenario in this study takes into account Pakistan's enormous renewable energy potential, which is so far untapped. It is estimated that the exploitable potential of solar, wind, and biomass is 169 GW, 65 GW, and 15 GW, respectively in the country [13] . In this scenario, the share of renewables (other than hydro)increased while the share of coal for power generation decreased. The increment in renewable energy, in this scenario, is mainly from the wind, solar, and biomass resources.
More Hydro Energy (MRH) Scenario
Hydroelectric is a major source of electricity generation for the base-load requirements, and can meet the peak and unexpected electricity demands in the power system. The electricity generation cost of hydroelectric also cheap since no any fuel is consumed during the generation of electricity which makes it a competitive source of renewable energy [43] . The hydroelectric plants, during operation, also do not produce any emission and industrial waste like fossil fuel-based power plants. Pakistan is blessed with~100 GW of hydroelectric potential out of which so far 59 GW has been identified. Talking into account the enormous potential of hydroelectric, in this scenario, the share increased, reducing the share of coal thus altering the reference scenario.
More Hydro Nuclear Energy (MRHN) Scenario
Nuclear is also among the group of energy resources and technologies that are available, and capable of dealing the environmental challenge faced due to the GHG and other air pollutant emissions due to combustion of other fossil fuels [44] . Nuclear and hydroelectric energies emit negligible amounts of CO 2 and other GHG, with the emissions considered for the total life cycle fewer than 15 CO 2 -eq/kWh [45] . Nuclear-based power plants are base-load electricity generation options, which are particularly suitable for large-scale, uninterrupted electricity supply to meet the demand. Extended penetration of nuclear power in the energy supply mix can also help address the higher electricity generation costs. Keeping in view both the environment and cost related benefits of nuclear and hydroelectric energies in this scenario the shares of nuclear and hydroelectric are increased by cutting the share of coal.
The above-discussed scenarios were simulated in the LEAP energy model. The results of these simulations are discussed in the following section.
Results and Discussions
Reference or Base Scenario
Simulation results of the developed model for the Reference scenario of existing and planned electricity generations are shown in Figure 8a . According to these results, about 107 GW of new installed capacity is required from various available sources up to 2035 in order to meet the growing electricity demand. This newly installed capacity raises the overall capacity of the reference scenario by 124 GW in 2035. The maximum shares are from the low-cost electricity generation sources of coal and hydro with the capacities of 40 GW and 36 GW, respectively. In the new power policy, it has been decided by the government that more than 60% of the existing low-efficiency high fuel cost oil-fired power plants will be converted to low-cost coal based power plants. Therefore, instead of adding the oil-based power plants, the existing share of oil will be reduced from 8.6 GW to 3 GW. For the diversification of electricity generation fuel mix, government also plans to install new power plants based on natural gas. As such, another 8 GW of newly installed capacity from natural gas has been added to the total installed capacity under this scenario. The supply of natural gas for new power plants is planned for importation through LNG and gas pipeline. This scenario also takes into account the renewable energy resources and~15 GW of renewable energy sources other than hydro have been included in the installed capacity by the year 2035. These developments are in line with existing GOP plans, which should be realized by the year 2035.
Electricity generation in the reference scenario, with additional installed capacity, increases to meet the growing electricity demand. The total electricity generation, therefore, increased from 96 TWh in 2013 to 442 TWh in 2035 as shown in Figure 8b . The major shares in the electricity generation were from coal and hydroelectric as per government plans. The share of oil decreased from 36% to only 2% in the year 2035, as there would be no new installations from oil-based sources during the study period. Reductions in oil shares were replaced by hydro-and coal-based power generation. The overall share in electricity generation from hydroelectric plants are anticipated to increases from 31% in the base year to 37% in the end year, whereas the share of natural gas for electricity generation is expected to significantly decreases from 28.2% to 13% during the same period.
The share of nuclear-based electricity generation is anticipated to increases from 5% in the base year to 9% in the end year. The share of other renewables in 2013 was 0%, increased in 2015 by 1.2%, and is expected to reach 6% in 2035. Electricity generation from coal-fired power plants is more cost-competitive than oil-fired power plants thus the share of coal for electricity generation, under this scenario, increased from 0.1% to 34% during the modeling time period.
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were from coal and hydroelectric as per government plans. The share of oil decreased from 36% to only 2% in the year 2035, as there would be no new installations from oil-based sources during the study period. Reductions in oil shares were replaced by hydro-and coal-based power generation. The overall share in electricity generation from hydroelectric plants are anticipated to increases from 31% in the base year to 37% in the end year, whereas the share of natural gas for electricity generation is expected to significantly decreases from 28.2% to 13% during the same period. The share of nuclear-based electricity generation is anticipated to increases from 5% in the base year to 9% in the end year. The share of other renewables in 2013 was 0%, increased in 2015 by 1.2%, and is expected to reach 6% in 2035. Electricity generation from coal-fired power plants is more costcompetitive than oil-fired power plants thus the share of coal for electricity generation, under this scenario, increased from 0.1% to 34% during the modeling time period. The electricity output shares from various fuel sources for the modeling period under the reference scenario are shown in Table 9 . It is apparent that significant variation in fuel share for electricity generation under reference scenario may follow if GOP remain wedged on its plans.
MRR Scenario
Renewable energy sources such as solar, wind, and biomass are expected to play a significant role in the mitigation of emissions to counter the climate change and address the sustainability cause. Therefore, under this scenario, the share of installed capacity of renewables (other than hydroelectric) increased from 15 GW to 30 GW, while the installed capacity of coal decreased from 40 GW to 20 GW compared to the REF scenario as shown in Figure 9a . The installed capacities of other sources like hydro, nuclear, and oil remained the same as in the reference or base scenarios. The increased share of renewables shall reduce the reliance on coal, but it needs flexible power sources such as the natural gas power to compensate electricity demand due to the lower capacity factors of renewable energy based plants. The newly installed capacity from natural gas was 20 GW in the end year under this scenario, which enhanced the overall installed capacity from all sources to 132 GW to meet the electricity demand. MRR scenario considerations and results are very important, and following this pattern would greatly help country to reduce oil import bill as well as help in containing the climate change.
MRH Scenario
In this scenario, which utilizes the country's hydro potential, the installed capacity of hydroelectric should increase from 36 GW to 40 GW by the end year 2035. The installed capacity shares of all other sources for power generation are assumed to remain the same as in the reference or base scenario except for the installed capacity of coal which should be reduced from 40 GW as in reference or base scenario to 34 GW in this scenario by the end year as shown in Figure 10a . Increasing the installed capacity of hydroelectric presents a viable option for electricity generation from cost-effective and green power The overall electricity generation output in this scenario was same as in the reference or base scenario, but only the share of renewables (other than hydroelectric) significantly increased due to the increment in their capacities. The share of other renewable energy sources, which was 0% in 2013, is anticipated to increase 11% in 2035. The share of coal is expected to decrease from 34% as in the reference scenario to 16% in the MRR scenario in 2035 as shown in Figure 9b . The penetration of renewable energy sources in the total electricity generation shall results in better environmental and economic impacts since these are indigenously available and emissions-free resources.
MRR scenario considerations and results are very important, and following this pattern would greatly help country to reduce oil import bill as well as help in containing the climate change.
In this scenario, which utilizes the country's hydro potential, the installed capacity of hydroelectric should increase from 36 GW to 40 GW by the end year 2035. The installed capacity shares of all other sources for power generation are assumed to remain the same as in the reference or base scenario except for the installed capacity of coal which should be reduced from 40 GW as in reference or base scenario to 34 GW in this scenario by the end year as shown in Figure 10a . Increasing the installed capacity of hydroelectric presents a viable option for electricity generation from cost-effective and green power generation sources. The total installed capacity under this scenario, should increase bỹ 123 GW in the year 2035, with substantial share of the hydroelectric plant in this scenario. The MRH scenario is focused on exploiting the indigenous hydroelectric resources and thus could significantly contribute towards reducing oil-based power generation as well containing emissions.
MRHN Scenario
In this scenario, alongside hydroelectric, nuclear power increment is considered to offer costeffective, sustainable, technologically superior, and long-term energy supply option for electricity The electricity generation share under this scenario for hydroelectric is expected to increase from 37% in the reference scenario to 42% by the year 2035 as shown in Figure 10b . Increase in the share of hydroelectric depicts the low-cost, secure and sustainable electricity generation option. The share of coal should also decrease from 34% in the reference scenario to 28% in this scenario by 2035 to balance the increase of hydroelectric share.
The MRH scenario is focused on exploiting the indigenous hydroelectric resources and thus could significantly contribute towards reducing oil-based power generation as well containing emissions.
In this scenario, alongside hydroelectric, nuclear power increment is considered to offer cost-effective, sustainable, technologically superior, and long-term energy supply option for electricity generation. The installed capacity of nuclear and hydroelectric, as such, is expected to increase from 8 GW and 36 GW as of in reference scenario to 10 GW and 40 GW under MRHN scenario, respectively by 2035. In response to an increase in installed capacity of these plants, the installed capacity of coal-based plant reduces from 40 GW in the reference scenario to 31 GW under MRHN scenario as shown in Figure 11a . The overall installed capacity in this scenario is expected to reach 123 GW in 2035 to meet the increased demand. The electricity generation shares from nuclear and hydroelectric are subsequently higher in this scenario as shown in Figure 11b . These shares of electricity from nuclear and hydroelectric are expected to increase by 2% and 5%, respectively, under MRHN compared to the reference scenario in 2035. The share of coal would also decrease by 8% compared to the reference scenario. The reduction in electricity generation shares from coal is an optimistic situation to mitigate the effects of emissions, which are harmful for the environment. MRHN scenario in addition to exploiting the hydroelectric potential also taken into account the nuclear-based power generation, which would require care full planning, and execution of such projects.
Environmental Emissions in Reference and All Alternative Scenarios
The LEAP energy model estimates the emissions from power plants using the emission factors and other technical characteristics integrated within TED, which are based on IPCC Tier 1 database. The electricity generation shares from nuclear and hydroelectric are subsequently higher in this scenario as shown in Figure 11b . These shares of electricity from nuclear and hydroelectric are expected to increase by 2% and 5%, respectively, under MRHN compared to the reference scenario in 2035. The share of coal would also decrease by 8% compared to the reference scenario. The reduction in electricity generation shares from coal is an optimistic situation to mitigate the effects of emissions, which are harmful for the environment.
MRHN scenario in addition to exploiting the hydroelectric potential also taken into account the nuclear-based power generation, which would require care full planning, and execution of such projects.
The LEAP energy model estimates the emissions from power plants using the emission factors and other technical characteristics integrated within TED, which are based on IPCC Tier 1 database. The simulated results of GHG emissions for the reference and alternative scenarios of this study are shown in Table 10 . Each of these tabulated emission components are further discussed with respect to the reference and other three alternative scenarios as under. Each of these tabulated emission components are further discussed with respect to the reference and other three alternative scenarios as under. CO2 emissions are estimated to be 118% less in the MRR scenario compared to the reference scenario. This would be a significant reduction in emissions due to the addition of renewable energy sources. The higher CO2 emissions in the reference scenario are evidently due to increased coal-based generation, which emits a huge amount of emissions. Under the MRHN and MRH scenarios, CO2 CO 2 emissions are estimated to be 118% less in the MRR scenario compared to the reference scenario. This would be a significant reduction in emissions due to the addition of renewable energy sources. The higher CO 2 emissions in the reference scenario are evidently due to increased coal-based generation, which emits a huge amount of emissions. Under the MRHN and MRH scenarios, CO 2 emissions were 76% and 51%, respectively, less than the reference scenario due to hydroelectric and nuclear power-based capacity additions.
SO 2 Emissions
The utilization of both imported and indigenous coal as a fuel for electricity generation in all scenarios would produce a great amount of emissions. However, with highly efficient critical pressure boilers and advanced Fluidized Bed Combustion (FBC) combustion technologies considered in this study, hazardous emissions such as SO 2 could be reduced to a minimum level. Nevertheless, a substantial amount of emissions would be from the combustion of coal. In addition, SO 2 emissions from the existing oil-based power plants would also be present. In these, existing plants' no emission control systems are in place. Therefore, SO 2 
NOX Emissions
NOX emissions from existing and planned thermal power plants in the reference and alternative scenarios for the modeling period are shown in Figure 14 . These estimated projections illustrate that NOX emissions are estimated to increase 72% in the REF scenario from 2013 till 2035, while an increase of 59%, 53%, and 83% is projected under MRH, MRHN, and MRR scenarios, respectively. The thermal power plants-particularly coal-based-proposed by the GOP during the study period, would be a major source of increased NOX emissions in the reference scenario. NOX emissions were also higher in the MRR scenario compared to the other alternative scenarios, due to the large installed capacity of natural gas to compensate the low capacity factor renewable power plants. The power plants based on natural gas produce more NOX than coal-based power plants. 
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NO X emissions from existing and planned thermal power plants in the reference and alternative scenarios for the modeling period are shown in Figure 14 . These estimated projections illustrate that NO X emissions are estimated to increase 72% in the REF scenario from 2013 till 2035, while an increase of 59%, 53%, and 83% is projected under MRH, MRHN, and MRR scenarios, respectively. The thermal power plants-particularly coal-based-proposed by the GOP during the study period, would be a major source of increased NO X emissions in the reference scenario. NO X emissions were also higher in the MRR scenario compared to the other alternative scenarios, due to the large installed capacity of natural gas to compensate the low capacity factor renewable power plants. The power plants based on natural gas produce more NO X than coal-based power plants.
of 59%, 53%, and 83% is projected under MRH, MRHN, and MRR scenarios, respectively. The thermal power plants-particularly coal-based-proposed by the GOP during the study period, would be a major source of increased NOX emissions in the reference scenario. NOX emissions were also higher in the MRR scenario compared to the other alternative scenarios, due to the large installed capacity of natural gas to compensate the low capacity factor renewable power plants. The power plants based on natural gas produce more NOX than coal-based power plants. 
CH 4 Emissions
Methane-like CO 2 is also another major component of GHGs. It is projected in this study that methane (CH 4 ) emissions from the existing and planned biomass, natural gas, and oil-based power generations plants would increase considerably. CH 4 emissions are projected to increase from 1 thousand Mt to 2.3 Mt from the base year (2013) to the end year (2035) in MRR scenario, which is a 137% increase compared to the base year emission of CH 4 . These emissions are also projected to increase 80% in the REF scenario, 71% in the MRH scenario, and 65% in the MRHN scenario from the base year level in 2013 to the end year of study period as illustrated in Figure 15 . The increasing share of CH 4 emissions are noticeably high in the MRR scenario compared to the other alternative scenarios due to high shares of biomass and natural gas fuels in the MRR scenario. Biomass fuels like crop residues-bagasse, rice husk, and corn straw-discharge large amounts of CH 4 emissions during combustion. CH 4 is also the main component of natural gas fuels, and as such, power plants based on natural gas would also emit unburnt CH 4 .
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Methane-like CO2 is also another major component of GHGs. It is projected in this study that methane (CH4) emissions from the existing and planned biomass, natural gas, and oil-based power generations plants would increase considerably. CH4 emissions are projected to increase from 1 thousand Mt to 2.3 Mt from the base year (2013) to the end year (2035) in MRR scenario, which is a 137% increase compared to the base year emission of CH4. These emissions are also projected to increase 80% in the REF scenario, 71% in the MRH scenario, and 65% in the MRHN scenario from the base year level in 2013 to the end year of study period as illustrated in Figure 15 . The increasing share of CH4 emissions are noticeably high in the MRR scenario compared to the other alternative scenarios due to high shares of biomass and natural gas fuels in the MRR scenario. Biomass fuels like crop residues-bagasse, rice husk, and corn straw-discharge large amounts of CH4 emissions during combustion. CH4 is also the main component of natural gas fuels, and as such, power plants based on natural gas would also emit unburnt CH4. It can be concluded from these results pertaining emission-under different scenarios of this study-that all the alternative scenarios have low overall emissions compared to the reference scenario. However, the MRR scenario has the lowest CO2 (28% less then reference scenario), SO2 (33% less than reference scenario), and N2O (50% less than reference scenario) emissions compared to the reference scenario, whereas the MRHN scenario has the lowest NOx (11% less than the reference scenario) and CH4 (11% less than the reference scenario) emissions.
Conclusions and Recommendations
The electricity demand in Pakistan is increasing with the increase in population, load growth, economic development, and improved lifestyle. This growing demand cannot be met from existing electricity generating plants. Furthermore, generating electricity from costly imported fossil fuels have plunged the country into existing power crises owing to huge oil import bills and issues of circular debt. In order to improve the electricity demand-supply balance, the government has initiated some positive steps to resolve the electricity crises on priority basis as discussed in Section 3. Modeling the planned power generation capacity of the country was undertaken via the REF scenario and three alternative scenarios: MRR, MRH, and MRHN, which developed using LEAP model. The emphasis of this energy modeling exercise has been to determine and suggest the environment friendly sources of electricity generation in Pakistan for the study period 2013-2035.
The electricity generation output from existing power plants in 2013 remained 96 TWh, which according to this study is projected to be 442 TWh in 2035, based on demand growth rate determined by the government. As such, the addition of new plants in order to meet the increased demand by the year 2035 is inevitable. In summary, the results of the model simulations of this study reveal that:
•
The REF scenario based on government plans suggests a reduction of oil-based power generation, however, conversion of certain power plants to coal and addition of new coal-based power plants in this scenario lead to more emission which are highest compared to other alternative scenarios.
The MRR scenario mainly emphasized the renewable sources for electricity generation wherein the share of renewables increases to be 11% of total electricity output in 2035. This scenario has minimum emissions resulting from power generation during the modeling period.
The MRH scenario prefers hydroelectric-based power generations to the tune of 42% in the total It can be concluded from these results pertaining emission-under different scenarios of this study-that all the alternative scenarios have low overall emissions compared to the reference scenario. However, the MRR scenario has the lowest CO 2 (28% less then reference scenario), SO 2 (33% less than reference scenario), and N 2 O (50% less than reference scenario) emissions compared to the reference scenario, whereas the MRHN scenario has the lowest NO x (11% less than the reference scenario) and CH 4 (11% less than the reference scenario) emissions.
Conclusions and Recommendations
•
• The MRR scenario mainly emphasized the renewable sources for electricity generation wherein the share of renewables increases to be 11% of total electricity output in 2035. This scenario has minimum emissions resulting from power generation during the modeling period.
The MRH scenario prefers hydroelectric-based power generations to the tune of 42% in the total energy mix by the year 2035. The coal-based generation forms about 28% in this scenario, as such, environmental emissions in the scenario are found to next highest to the REF scenario.
• In the MRHN scenario, the share of electricity output of hydroelectric and nuclear power is projected to increase from 31% to 42% and 5% to 11%, respectively, by the end year 2035, as such, environmental emissions, in this case, are minimum but second to those of the MRR scenario.
It is evident from the above-summarized conclusions of this study that:
• All alternative scenarios (MRR, MRH, and MRHN) are more environmentally friendly and acceptable compared to the base or REF scenario, and • Coal-based power generation is the major sources of emission with local coal (indigenous lignite) emitting more emissions than imported (bituminous) coal.
Pakistan has a huge potential of renewable energy resources such as wind, solar, and biomass energy alongside hydroelectric potential, which, if effectively utilized can play a major role in meeting the electricity demand and would reduce the GHGs and other air pollutant emissions. It is, therefore, recommended that in order to address the current gap in supply and demand of electricity, decision makers at the government level apart from implementing the existing plans should also consider harnessing indigenous renewable energy resources for electricity generation. Renewable energy resources of country such as wind, solar, and biomass together with hydro and nuclear energy can form a substantial part of the future energy mix of the country to minimize oil import bills, reduce GHG emissions and air pollution appropriately. Funding: This research received no external funding.
